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	CHAPTER 51-56 WAC
	OF THE 2006 EDITION OF THE UNIFORM PLUMBING CODE
	Table 14-1
	Standards for Materials, Equipment, Joints and Connections
	2.6.1  Location. Polyethylene piping may terminate within a building or structure. The connection to the potable water distribution system shall be accessible, except that it may be buried underground outside of the building or structure in an accessible location. Barbed insert fittings with hose clamps are prohibited within a building.


